
Brad Davis
21Inspection Ref:

Conducted by:

Report of Inspection/Test

February 02, 2010
Property Owner/Agent

2315 Knob Creek Road
Johnson City, TN 37604

East Tennessee Sprinkler Co.ABC Sample Building
123 Main Street
Johnson City, TN

Annual Sprinkler

Chris Dorr
(423)282-6627

Chris Dorr
(423)282-6627

Signatures
DateInspector - Printed Inspector - Signature I state that the information on this form is correct at the 

time and place of my inspection, and that all equipment 
tested at this time was left in operational condition upon 
completion of this inspection except as noted.

DateOwner - Printed Owner - Signature Except as noted, the building is occupied with the same 
occupancy classification and hazard of contents as last 
inspection.  Also, the system has remained in service 
without modification and been free of actuation of 
devices or alarms.

10:45 am

Alarm Panel/CodeSystem Off

System On

9:00 am Monitoring Company Operator

fire dispatch

Water Based System Inspection 
Yes Gauges on wet pipe system in good condition and showing normal water supply pressure?
Yes Alarm devices free from physical damage?
Yes Hydraulic nameplate, if provided, securely attached to riser and legible?
Yes Valve supervisory switches indicate movement?
Fire Department Connection 
Yes Visible and accessible?
Yes Couplings and swivels not damaged and rotate smoothly?
No Plugs or caps in place and undamaged?
Yes Gaskets in place and in good condition?
Yes Identification sign(s) in place?
Yes Check valve is not leaking?
Yes Automatic drain valve in place and operating properly?
No Interior free of obstructions (if caps are not in place) ?
NA Valve clapper operational over its full range (if caps are not in place) ?
Pipe 
Yes In good condition ?
Yes Free of mechanical damage and not leaking ?
Yes No external corrosion ?
Yes Properly aligned ?
Yes No external loads ?
Yes Visible pipe hangers and seismic braces not damaged or loose ?
No Was an obstruction investigation conducted and the system flushed ?
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Sprinklers 
Yes Sprinkler wrench with spare sprinklers?
Yes Proper number and type of spare sprinklers?
Yes Free of corrosion?
No Free of obstructions to spray patterns?
Yes Free of foreign materials including paint?
Yes Free of physical damage?
Yes Are all sprinklers in service dated 1920 or later?
Yes Fast Response sprinklers in service for less than 20 years? If “no” test sample now and every 

10 years.
Yes Standard sprinklers less than 50 years old ?  If no test sample now and every 10 years.
Yes If sprinklers have been replaced, were they proper replacements?
Yes Sprinklers and spray nozzles protecting commercial cooking equipment and ventilating systems 

replaced except for bulb-type which show no signs of grease buildup?
Gauges 5-Year Check 
NA Guages checked against calibrated guage or replaced ?
Sprinklers 5-Year Check 
NA Extra high, very extra high and ultra high temperature sprinklers tested ?
Flow Test

Connection 
FlowedSystem

Static Resid

Results 
comparable 
to prior test

Pressure (psi)

Static

Outlet 
Size

building

Main drain Yeswet system 85 8560

Inspector's Test Valve

Alarm 
ReportedSystem/Location

Time to 
Alarm Signage Easily 

Accessible
Smooth 

Bore Orifice

building

wet system Yes 45 sec Yes Yes Yes

Valve Inspection List

Valve
TypeLocation
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Inspection Maint. Test

building

SupervisedOS&Y Ok Ok OkOk  1OkOk  12 OkOkwet system

Ok - Passes Inspection  S - Serviced on site  X - Requires Service  NA - Not Applicable
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Alarm Device List

Device Type Location/Description Manufacturer Model

Ph
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Address

building
Water Flow Switch wet system  OkOk
Valve Tamper Switch wet system  OkOk

Alarm Device 
Summary

Number 
of Items

S
X

Items serviced
Items requiring service  0

 0
 0
 0

 2
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Deficiency Summary

These items were deficient and do not meet the requirements of the applicable code at the time of the inspection.  
Items marked Recommendation  are not required by the applicable code but are opportunities to improve the Life 
Safety of the property.

Fire Department Connection 
No Plugs or caps in place and undamaged?

NFPA-25-2002 12.7.1(3) Fire department connections shall be inspected quarterly.  The inspection shall verify 
the following: (c) Plugs or caps are in place and undamaged.

Caps Missing from FDC

1/1/00  12:00 am

No Interior free of obstructions (if caps are not in place) ?
NFPA-25-2002 12.7.2 If fire department connection plugs or caps are not in place, the interior of the connection 
shall be inspected for obstructions, and it shall be verified that the valve clapper is operational over its full range.

Nest found in FDC

1/1/00  12:00 am
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